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01 INITIAL RELEASE 11/29/2017 | MTS
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03 UPDATED PANEL DIMENSIONS TO USE NOMINAL 2/9/2018 MTS
04 UPDATED STUD ADAPTER PAGE 2, 3 6/15/2020 | DAM
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5. STANDARD WALL DIMENSIONS (mm/in)
ROWS | COLUMNS HEIGHT WIDTH DIAGONAL
2 2 1155.7 | 45.50 [2046.5| 80.57 |2350.3] 92.53
2 3 1155.7 | 45.50 |3070.0|120.863280.3]129.15
3 3 1733.8| 68.26 [3070.0|120.863525.7 | 138.81
3 4 1733.8| 68.26 | 4093.4|161.16 | 4445.4]175.02
4 4 2311.8| 91.02 |4093.4|161.16|4701.1|185.08
5 5 2889.9|113.77|5116.9 | 201.45| 5876.5 | 231.36

4. ITIS RECOMMENDED THAT FOR FLUSH WALLS, A MINIMUM OF 13mm
(0.5") GAP BE LEFT AT THE SIDES AND A MINIMUM OF 25mm (1.0")
GAP BE LEFT AT THE BOTTOM. SEE PAGE ONE FOR TOP GAP
RECOMMENDATIONS.

3. ITIS RECOMMENDED THAT A MINIMUM OF 5 FEET OF CABLE IS
AVAILABLE FOR PANELS NEXT TO THE CONDUIT OPENING. MORE
WILL BE NEEDED FOR PANELS FARTHER AWAY.

2. ENSURE THE LCD MOUNTS ARE MOUNTED FLAT, LEVEL, AND PLUMB.
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l WILL BE NEEDED FOR PANELS FARTHER AWAY.
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4. ITIS RECOMMENDED THAT FOR FLUSH WALLS, A MINIMUM OF 13mm
(0.5") GAP BE LEFT AT THE SIDES AND A MINIMUM OF 25mm (1.0")
GAP BE LEFT AT THE BOTTOM. SEE PAGE ONE FOR TOP GAP
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4. IT IS RECOMMENDED THAT FOR FLUSH WALLS, A MINIMUM OF 13mm

(0.5") GAP BE LEFT AT THE SIDES AND A MINIMUM OF 25mm (1.0")
GAP BE LEFT AT THE BOTTOM. SEE PAGE ONE FOR TOP GAP
RECOMMENDATIONS.

. ITIS RECOMMENDED THAT A MINIMUM OF 5 FEET OF CABLE IS

AVAILABLE FOR PANELS NEXT TO THE CONDUIT OPENING. MORE
WILL BE NEEDED FOR PANELS FARTHER AWAY.

2. ENSURE THE LCD MOUNTS ARE MOUNTED FLAT, LEVEL, AND PLUMB.
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